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On August 16, 2010, as a result of a Unit 2 reactor trip, condensate water overflowed from the auxiliary feedwater (AF) 
standpipes onto the turbine deck. The water spread through openings in the floor to the elevation below, and entered a 
Unit 1 substation cabinet. This water intrusion resulted in the trip of electrical buses that caused the 1A and 1C 
circulating water (CW) pumps to trip. Additionally, power to the respective CW pump discharge valves was lost. These 
conditions caused the Unit 1 condenser vacuum to degrade. 
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The root causes were determined to be: 1) an inadequate design of the AF standpipes; and 2) a lack of sensitivity 
evolved that tolerated long-term uncontained water issues with inadequate evaluation for potential impacts. 

The corrective action to prevent recurrence is to install a design feature on the AF suction standpipe which prevents water 
spill events. 
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Background: 

During a Unit trip from power, the condenser hotwell [SD] level is expected to increase. An increasing hotwell level 
often results in automatic condenser hotwell rejection flow to the condensate storage tank (CST) [SD] to prevent 
hotwell overfill. 

The auxiliary feedwater system (AF) [BA] takes suction from the condensate storage tank (CST), via the CST header 
piping. In the late 1970s and early 1980s, during construction and start-up testing, Braidwood had problems with the 
start-up of the motor driven AF pumps. During start-up of the pumps, due to the motor driven pumps coming to speed 
quickly and the flow resistance of the suction piping to the CST, a temporary low net positive suction head would often 
occur, and result in an automatic pump trip. To address the issue, AF vent riser standpipes were added to the CST 
header piping in 1986, which corrected the condition. The standpipes fill with water to the level of the CST and acts 
as an accumulator by providing a momentary volume to the pump suction at pump start-up. 

The installation of the standpipes improved the low net positive suction head problem with the motor driven AF 
pumps. However, it resulted in the water level in the standpipe momentarily rising and overflowing, and introduced 
the potential for water spills from the standpipe during condenser hotwell rejection operations. 

A. Plant Operating Conditions Before The Event: 

Event Date:�August 16, 2010 Event Time: 0219 CDT 

Unit: 1 MODE: 1� Reactor Power: 100 percent 

Unit 1 Reactor Coolant System (RC) [AB]:� Normal operating temperature and pressure 

B. Description of Event: 

No Unit 1 structures, systems, or components were inoperable at the start of this event that contributed to the event. 

On August 16, 2010, at 0206, Unit 2 tripped off line due to a generator lockout. This event is addressed under Unit 2 
LER 2010-003-00. 

Due to the Unit 2 trip, condensate water was rejected to the CST to prevent hotwell overfill. The influx of condensate 
filled the AF standpipes and resulted in an overflow of the standpipes onto the turbine deck. The water spread to 
various gaps and openings in the floor and flowed down to the elevation below. The water entered a 
Unit 1 4160V/480V substation cabinet, through the cabinet roof panel joints which are not normally sealed. 

At 0214, the water in this cabinet caused a ground over-current on breaker 1435VU and caused a trip of buses 133V 
and 133U. Loss of buses 133V and 133U caused the 1A and 1C circulating water (CW) [KE] pumps to trip due to the 
loss of excitation voltage. In addition, the power to the respective CW pump discharge valves was lost. As a result, 
when the CW pumps tripped, their discharge valves did not close automatically as expected on a pump trip. 
Therefore, flow from the remaining 16 CW pump was left with a full, and low restriction, recirculation path through the 
open discharge valves and through the idle 1A and 1C pumps. Due to this condition, either no, or very low, circulating 
water was flowing through the Unit 1 condenser, and resulted in a rapidly degrading condenser vacuum. 

At 0219, Unit 1 main turbine received an automatic trip on low condenser vacuum, resulting in an automatic reactor 
trip. 
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Following the reactor trip, the AF pumps auto started on low-low steam generator [SJ] water levels. Due to the loss of 
bus 133V, steam dumps [SB] were unavailable and core cooling was maintained from the main steam [SB] power 
operated relief valves (PORVs). 

Operator response to the trip was proper and safety systems and controls performed as expected with the exception 
of the following: 
• 	 The main steam relief valve 1MS016D lifted early due to age related spring relaxation, and did not reseat until 

main steamline [SB] pressure was reduced to 918 psig. Unit 1 subsequently transitioned to Mode 5 (cold 
shutdown) and the valve replaced. 

• 	 The motor control center 131X1 did not energize, preventing two valves from being energized - the safety 
injection pumps [BQ] cold leg isolation valve 1S18835, and the residual heat removal [BP] to cold legs 1A and 1D 
isolation valve 1S18809A. 

• 	 As a result of CW forebay material stirred up by the recycle flow from the 1B CW pump through the idle 1A and 
1C CW pumps, essential service water (SX) [BI] pump discharge pressure was low and the differential pressure 
across the SX strainer was high. A second SX pump was started to restore SX system pressure. 

This event is reportable under 10 CFR 50.73(a)(2)(iv)(A), any event or condition that resulted in manual or automatic 
actuation of any of the systems listed in 10 CFR 50.73(a)(2)(iv)(B) including any event or condition that results in 
actuation of the reactor protection system (RPS) when the reactor is critical, and actuation of the PWR auxiliary 
feedwater system. 

C. 	 Cause of Event 

The root causes for this event were determined to be: 
1. 	An inadequate design of the AF standpipes. Braidwood did not implement an effective design configuration which 

would have prevented the water spills from the AF suction standpipes. 
2. 	 A lack of sensitivity evolved that tolerated long-term uncontained water issues with inadequate evaluation for 

potential impacts. This organizational cause was considered a historical issue rather than a current issue and is 
being addressed via the corrective action program. 

The installation of the standpipes in 1986 improved the low net positive suction head problem with the motor driven 
AF pumps. However, it resulted in the water level in the standpipe momentarily rising and overflowing, and introduced 
the potential for water spills from the standpipe during condenser hotwell rejection operations. 

The CST header, in addition to containing the suction line to the AF pumps and the standpipe, is also used as the flow 
path of condenser hotwell reject water from the hotwell to the CST. When the hotwell level becomes high, the excess 
water is rejected back to the CST through this line. With unit perturbations, ranging from unit trips to condensate and 
condensate booster pump swap operations, the level in the hotwell often changes. If the level becomes high enough, 
the controls initiate automatic hotwell rejection flow to the CST. When an automatic hotwell rejection occurs, the level 
in the standpipe will rise, and if sufficient, would result in an overflow. The overflow was onto the floor of the 451 
elevation of the turbine building. 
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D. Safety Consequences: 

There were no safety consequences impacting plant or public safety as a result of this event. 

For the loss of condenser vacuum, the systems and controls for managing this type of condition worked as expected. 
The low vacuum trip setpoint removed the main turbine from service as expected. With the trip of the main turbine, an 
automatic reactor trip also occurred as expected. The main steam relief valve 1MS016D lifted early due to age 
related spring relaxation, and reseated when main steamline pressure was reduced to 918 psig during Unit 1 
cooldown. All other safety systems and controls performed as expected. 

The steam released from the opened 1MS016D valve and the PORVs contained tritium. After the 1MS016D valve 
reseated, steam release continued through the PORVs during the Unit 1 cooldown until shutdown cooling was 
established from the residual heat removal system [BP]. The offsite dose resulting from this release was not 
significant since tritium was the only isotope released and the dose impact of tritium is low. Calculated off-site dose 
was 4.59E-6 millirem. 

This event did not result in a safety system functional failure. 

E. Corrective Actions: 

The corrective action to prevent recurrence is to install a design feature on the AF suction standpipe which prevents 
water spill events. The organizational cause was considered a historical issue rather than a current issue and is 
being addressed via the corrective action program. 

Other corrective actions include: 
• 	 CST level was limited to prevent another AF standpipe siphon event. 
• 	 An operating configuration change was implemented to valves controlling a condenser hotwell rejection, to 

prevent AF suction standpipe overflows from hotwell rejections. 
• 	 Develop a plan to identify long-term water leaks, spills, other uncontained fluid conditions or any degraded or 

abnormal conditions that are not captured by the station processes. 
• 	 Develop a process for Byron and Braidwood to identify differences in their critical systems in design, alignment, 

operations or maintenance practices, to evaluate any differences for the best practices, define risks, and have 
actions assigned to gain commonality. 

Both the inability to energize 1S18835 and 1S18809A valves and the issue with the high differential pressure across 
Unit 1 SX strainer have been addressed in the corrective action program. 

F. 	 Previous Occurrences: 

There have been no previous, similar events identified at the Braidwood Station. 

G. 	Component Failure Data: 

Manufacturer Nomenclature Model Mfg. Part Number 

N/A N/A N/A N/A 


NRC FORM 366A (10-2010) 


	Page 1
	Page 2
	Page 3
	Page 4
	Page 5

